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NOTES:

1. FOR ABBREVIATIONS, LEGEND, AND GENERAL NOTES SEE H1

2. ALL ROOF MOUNTED DUCTWORK SHALL BE OF STAINLESS STEEL.

REUSE EXISTING PUMP CONTROLS AND ALL L1
EXISTING ALARMS TO OPERATOR WORK STATIONS L
SHALL BE REINSTALLED. — 1 1/2° CWT &
ul— V) CWIT @ 7' ABOVE
- ROOF, SEE DETAL
T ON H19
/ P\
\ R2 /
e\ REUSE EXISTING PUMP CONTROLS AND ALL
EXISTING ALARMS TO OPERATOR WORK STATIONS
\ R1/ SHALL BE REINSTALLED.

COOLING TOWER, REUSE EXISTING CONTROLS TO
MAINATIN THE NEW TOWER’S LEAVING WATER
TEMPERATURE AT 85 DEGREES F. ALL EXISTING
ALARMS TO OPERATOR WORK STATIONS SHALL
BE REINSTALLED.
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